
STATEMENT OF ENERGY PERFORMANCE

DMA-Billings AFRC Date: 8/10/2018

2915 Gabel Road Year Built: 1999

Billings MT  59107

Baseline: 2012 12/31/2013 Current:

Energy Date: 12/31/2007 11/30/2012 12/31/2013 11/30/2012

Energy Star Score: N/A N/A N/A N/A

Gross Floor Area: 115,192 115,192 115,192 115,192 Sq. Ft.

Heating Degree Days 6,634 5,988 6,939 5,988

Cooling Degree Days 841 945 777 777

Reported Annual Energy Use:

Site Energy Use: 5941.15 5248.69 N/A 5248.69 MBTU

Site EUI: 51,576 45,565 N/A 45,565 BTU/ft
2

Electricity: 790,607 734,269 715,200 709,520 kWh

Max Electric Demand: 246 251 245 226 kW

Natural Gas: 32,436 27,434 0 27,434 Therms

Reported Annual Energy Cost:

Electricity Cost: $68,113 $71,373 $72,009 $71,373

Electric Demand Cost: $18,433 $19,841 $0 $0

Natural Gas Cost: $22,944 $16,318 $0 $16,318

Energy Cost/ft
2

$0.790 $0.761 N/A $0.761

Weather Normalized Energy Use:

Site Energy Use: 5969.53 5533.48 N/A 5533.48 MBTU

Site EUI: 51,822 48,037 N/A 48,037 BTU/ft
2

Electricity: 783,890 729,425 708,519 697,300 kWh

Natural Gas: 32,949 30,447 0 30,447 Therms

National Median Energy Use:

Site Energy Use: 11331.15 10877.70 10877.70 10877.70 MBTU

Site EUI: 98,368 94,431 94,431 94,431 BTU/ft
2

Annual Greenhouse Gas Emissions (Metric Tons CO2 equivalent):

Direct Emissions: 172.3 145.7 0 145.7

Indirect Emissions: 327.6 304.2 0 304.2

Total Emissions: 499.8 449.9 N/A 449.9

National Median Annual Greenhouse Gas Emissions (Metric Tons CO2 equivalent):

Total Emissions: 953.3 932.4 932.4 932.4

% Difference from National Median:

Site EUI: -47.57 -51.75 N/A -51.75

Total Emissions: -47.57 -51.75 N/A -51.75

Adjusted Energy Based on Current Year:

Site Energy Use: 5842.20 5248.69 N/A 5248.69 MBTU

Site EUI: 50,717 45,565 N/A 45,565 BTU/ft
2

% Difference Adjusted Site Energy Use

2012 to Baseline -10.16

2013 to Baseline N/A

Current to Baseline -10.16

Current to 2013 N/A


